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* "ND" indicates that the measurement result is below the
detection limit, and the detection limit of each nuclide is
provided in parentheses.
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Sampling Results Regarding the Influence on the Water Leak at a Tank in the
H6 Area in Fukushima Daiichi Nuclear Power Station (Around the H6 Area)
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