
 

1st Basement Level 

1st Floor 

Drain pit of non-radiated water 

The drain pipe tends to be 

clogged. 

Reactor Building 
(non-controlled area) 

Charge air washer room 

Originally designed 
water flow 
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Discharge water to 
the outside of the 
room by temporarily 
installed pump. 

Charge Air cooler 

Air from outside 

Dew condensation water which air outside 
was condensed by air supply cooling unit. 
Approx. 2,400 liters: water accumulated this 
time 

Door 

Water which overflowed to 
the outside of the room: 
approx. 50 liters. 


