
 

 
 
 

 

2nd Floor, Reactor Building of Unit 5 

Kashiwazaki Kariwa Nuclear Power Station 

Water Leakage in the Reactor Building of Unit 5 (non-controlled area) 

 

Place of Event
(Ventilation fan area for emergency 

diesel generator room (for high 
pressure reactor spray system)) 

Observation 

Platform 

KK Nuclear Power 
Station 


